Analytical Laboratories, Inc.

1804 N. 33rd Street )
Boise, Idaho 83703 Date Report Printed: 10/11/2010 9:05:1

Phone (208)-342-5515 http://www.analyticallaboratories.com

Laboratory Analysis Report
Sample Number: 1031912

Attn; DOUGLAS MACNICHOL Collected By: D MACNICHOL

CITY OF NEW MEADOWS Submitted By: UPS

401 VIRGINIA

P O BOX 324

NEW MEADOWS, ID 83654 Source of Sample:

WW EFFLUENT
Time of Collection:  14:40
Date of Collection:  10/6/2010
Date Received: 10/7/2010
Report Date: 10/11/2010
PWS#:
Field Temp: Temp Revd in Lab: PWS Name: . CITY OF NEW MEADOWS
Analysis . Date |

Test Requested MCL Result Units MDL  Method Completed Analyst
‘Escherichia coli <1 MPN/100mL SM 9223 10/8/2010 LM

f7\ ~ N\ { 10-l{<(O

Thank you for choosing Analytical Laboratories for your testing needs.

MCL = Maximum Contamination Level i If you have any questions about this report, or any future

iMDL = Method/Minimum Detection Limit | analytical needs, please contact your client manager:
{UR = Unregulated Michael Moore



1804 N. 33rd Street
Boise, Idaho 83703
Phone (208) 342-5515

Analytical Laboratories, Inc.

10/11/2010 9:05:1

http://www.analyticallaboratories.com

Date Report Printed:

Attn: DOUGLAS MACNICHOL

Laboratory Analysis Report
Sample Number: 1031911

Collected By: D MACNICHOL

CITY OF NEW MEADOWS Submitted By: UPS

401 VIRGINIA )

P OBOX 324

NEW MEADOWS, 1D 83654 Source of Sample:

WW EFFLUENT
Time of Collection: 14:35
Date of Collection:  10/6/2010
Date Received: 10/7/2010
Report Date: 10/11/2010
PWS#:
Field Temp: Temp Revd in Lab: PWS Name: CITY OF NEW MEADOWS
: Analysis Date !

Test Requested MCL Result Units MDL  Method Completed Analyst
Escherichia coli <1 MPN/100mL SM 9223 10/8/2010 LM

lMCL = Maximum Contamination Level
‘MDL = Method/Minimum Detection Limit |
|UR = Unregulated !

I

> (W

Thank you for choosing Analytical Laboratories for your testing needs.

g ZaeInte,

If you have any questions about this report, or any future
analytical needs, please contact your client manager:
Michael Moore



Analytical Laboratories, Inc.

. 1804 N. 33rd Street
~ Boise, Idaho 83703 Date Report Printed:  10/11/2010 9:05:1

Phone (208) 342-5515 http://www.analyticallaboratories.com

Laboratory Analysis Report
Sample Number: 1031910

Attn: DOUGLAS MACNICHOL Collected By: D MACNICHOL
CITY OF NEW MEADOWS Submitted By: UPS
401 VIRGINIA
P O BOX 324
NEW MEADOWS, ID 83654 Source of Sample:
WW EFFLUENT

Time of Collection:  14:30
Date of Collection:  10/6/2010

Date Received: 10/7/2010
Report Date: 10/11/2010
PWS#:
Field Temp: Temp Revd in Lab: PWS Name: CITY OF NEW MEADOWS
Analysis . Date
| Test Requested MCL Result Units MDL  Method Completed Analyst
Escherichia coli <1 MPN/100mL SM 9223 10/8/2010 LM
/\ . (\/\ e 1o-\-(&
Thank you for choosing Analytical Laboratories for your testing needs.
{MCL = Maximum Contamination Level j 1f you have any questions about this report, or any future

[MDL = Method/Minimum Detection Limit
UR = Unregulated

analytical needs, please contact your client manager:
Michael Moore
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October 29, 2010

CITY OF NEW MEADOWS
PO BOX 324
NEW MEADOWS, IDAHO 83654

Dear CITY OF NEW MEADOWS;

Enclosed is the certificate of calibration for your wastewater flowmeter(s) provided by Charlie
Powers. Please review the as found settings along with final calibration settings. Any changes in
calibration have been noted under the comments section. If you have any questions or wish
further information, please give me a call. Thank you for your business, it is appreciated.

Sincerely;

Michael D. Moore
Lab Director
Analytical Laboratories, Inc.

MDM/wh

FLOWCERT.LTR

1804 North 33rd St. » Boise, Idaho 83703-5814
1-800-574-5773 » Ph: (208) 342-5515 » Fax: (208) 342-5591

E maaile alimactoa




ANALYTICAL LABORATORIES, INC.

1804 NORTH 33RD STREET, BOISE, IDAHO 83703

FLOWMETER CALIBRATION CERTIFICATION

COMPANY:
CITY OF NEW MEADOWS
PO BOX 324
NEW MEADOWS, IDAHO 83654

CALIBRATION DATE: OCTOBER 21, 2010

EQUIPMENT:
PRIMARY DEVICE: 90° V-NOTCH WEIR
SECONDARY DEVICE: ULTRASONIC FLOWMETER
MANUFACTURER: MILLTRONICS
MODEL: omcil
SERIAL #: 061704101XV.

tAS FOUND SETTINGS/ EQUIPMENT DISTANCES:
LOCATION/SETTING AT ZERO FLOW:
LOCATION/SETTING AT 100% FLOW:
FLOW SPAN:

LOCATION/SETTING AT ZERO FLOW:
LOCATION/SETTING AT 100% FLOW:

FINAL FLOW SPAN: .85 747.4 GPM

COMMENTS : CALIBRATION WITHIN SPECIFICATIONS

CHARLES POWERS, SERVICE REPRESENTATIVE




LI 111

ANALYTICAL LABORATORIES, INC.

1804 NORTH 33RD STREET, BOISE, IDAHO 83703

FLOWMETER CALIBRATION CERTIFICATION

COMPANY:
CITY OF NEW MEADOWS
PO BOX 324
NEW MEADOWS, ID 83654

OCTOBER 21, 2010

=EQUIPMENT:

PRIMARY DEVICE: 9" PARSHALL FLUME
SECONDARY DEVICE: ULTRASONIC FLOWMETER
MANUFACTURER: SIEMENS/MILLTRONICS

T TG Ry g

MODEL: ocm il
SERIAL #: UN130146

AS FOUND SETTINGS/ EQUIPMENT DISTANCES:

LOCATION/SETTING AT ZERO FLOW: 52.61"
LOCATION/SETTING AT 100% FLOW: 40.61
FLOW SPAN: 12.00

FINAL CALIBRATION SETTING/EQUIPMENT DISTANGES:

LOCATION/SETTING AT ZERO FLOW: 52.61"
LOCATION/SETTING AT 100% FLOW: 40.61

FINAL FLOW SPAN: 12.00 1378 GPM

COMMENTS : CALIBRATION WITHIN SPECIFICATIONS

Y

CHARLES POWERS, SERVICE REPRESENTATIVE




Analytical Laboratories. Inc. LWIEE
yt , @E@E‘@"” sl

1804 N. 33rd Street )
. Boise, Idaho 83703 W‘W Date Report Printed:  10/28/2010 9:40:1

Phone (208) 342-5515 http://www.analyticallaboratories.com

Laboratory Analysis Report
Sample Number: 1033591

Attn: DOUGLAS MACNICHOL Collected By: DB/MM
CITY OF NEW MEADOWS Submitted By: M MOORE
401 VIRGINIA

P 0 BOX 324

NEW MEADOWS, ID 83654 Source of Sample:

NEW MEADOWS-POND #1 GRAB DIS
Time of Collection: 14:26

Date of Collection:  10/21/2010

Date Received: 10/21/2010
Report Date: 10/28/2010
PWS#:
Field Tomp: Temp Revdin Lab: 0.4 °C PWS Name: CITY OF NEW MEADOWS
Analysis . Date
Test Requested MCL Result Units MDL  Method Completed Analystl
Biochemical Oxygen 51 mg/L SM 5210 B 10/27/2010 . DLR
Total Suspended Solids 106 mg/L 3 SM 2540 D 10/26/2010 DK
%M it // /mm
Thank you for choosing Analytical Laboratories for your testing neds.
'MCL = Maximum Contamination Level | If you have any questions about this report, or any future
MDL = Method/Minimum Detection Limit ‘ analytical needs, please contact your client manager:

IUR = Unregulated | Michael Moore




Analytical Laboratories, Inc.

1804 N. 33rd Street
Boise, Idaho 83703

Date Report Printed:

10/25/2010 2:11:1

http://www.analyticallaboratories.com

Attn: DOUGLAS MACNICHOL
CITY OF NEW MEADOWS

401 VIRGINIA
P O BOX 324

NEW MEADOWS, ID 83654

Laboratory Analysis Report

Sample Number: 1033593

Collected By: DB/MM
Submitted By: M MOORE

Source of Sample:
NEW MEADOWS EFFLUENT GRAB

Time of Collection:  14:30
Date of Collection:  10/21/2010
Date Received: 10/21/2010
Report Date: 10/25/2010
PWS#:

Field Temp: Temp Revd in Lab: 0.4 °C PWS Name: CITY OF NEW MEADOWS

Analysis ) Date
Test Requested MCL Result Units MDL  Method Completed Analiﬁt
Escherichia coli <1 MPN/100mL SM 9223 10/22/2010 MM

MCL = Maximum Contamination Level
MDL = Method/Minimum Detection Limit

UR = Unregulated

%/4 L««/Q'\// ‘/2%/% /0/ ;Jé/)ou)

Thank you for choosing Analytical Laboratories for your testing needs.

If you have any questions about this report, or any future

analytical needs, please contact your client manager:
Michael Moore



Analytical Laboratories, Inc.

1804 N. 33rd Street
Boise, Idaho 83703
Phone (208) 342-5515

N\ Date Report Printed:  10/28/2010 9:40:1

http://www.analyticallaboratories.com

Attn: DOUGLAS MACNICHOL
CITY OF NEW MEADOWS

401 VIRGINIA
P OBOX 324

NEW MEADOWS, ID 83654

Laboratory Analysis Report
Sample Number: 1033592

Collected By: DB/MM
Submitted By: M MOORE

Source of Sample:
NEW MEADOWS-POND #2 GRAB DIS

Time of Collection: 14:35
Date of Collection:  10/21/2010
Date Received: 10/21/2010
Report Date: 10/28/2010
PWS#:

Field Temp: Temp Revd inLab: - 04 °C PWS Name: CITY OF NEW MEADOWS

Analysis Date
Test Requested MCL Result Units MDL  Method Completed Analyst
Biochemical Oxygen 25 mg/L SM 5210 B 10/27/2010 DLR
Total Suspended Solids 46 mg/L 3 SM 2540 D 10/26/2010 DK

jMCL = Maximum Contamination Level
;MDL = Method/Minimum Detection Limit

'UR = Unregulated

|

MM %M Il//ge/o

Thank you for choosing Analytical Laboratories for your testing needs.

If you have any questions about this report, or any future
analytical needs, please contact your client manager:

Michael Moore




1804 N. 33rd Street
Boise, Idaho 83703
Phone (208) 342-5515

Analytical Laboratories, Inc.

Date Report Printed:  10/25/2010 2:11:1
http://www.analyticallaboratories.com

Attn: DOUGLAS MACNICHOL
CITY OF NEW MEADOWS

401 VIRGINIA

POBOX324

NEW MEADOWS, ID 83654

Time of Collection:  14:40
Date of Collection:  10/21/2010

Laboratory Analysis Report
Sample Number: 1033594

Collected By: DB/MM
Submitted By: M MOORE

Source of Sample:
NEW MEADOWS EFFLUENT GRAB

Date Received: 10/21/2010
Report Date: 10/25/2010
PWS#:
Field Temp: Temp RevdinLab: 0.4 °C PWS Name: CITY OF NEW MEADOWS
f Analysis Date B
| Test Requested MCL  Result Units MDL  Method Completed Analyst
_J

Escherichia coli <1 MPN/100mL SM 9223 10/22/2010 MM

JMCL = Maximum Contamination Level
jMDL = Method/Minimum Detection Limit
ER = Unregulated

V)O LML%A'Z/M /0/96/70/()

Thank you for choosing Analytical Laboratories for your testing needs.

If you have any questions about this report, or any future
analytical needs, please contact your client manager:

Michael Moore



Analytical Laboratories, Inc.

1804 N. 33rd Street
Boise, Idaho 83703
Phone (208) 342-5515

4
Date ReMPﬁnted: 10/29/2010 8:32:4

http://www.analyticallaboratories.com

Attn: DOUGLAS MACNICHOL
CITY OF NEW MEADOWS

401 VIRGINIA
P OBOX 324

NEW MEADOWS, ID 83654

Laboratory Analysis Report
Sample Number: 1033590

Collected By: DB/MM
Submitted By: M MOORE

Source of Sample:
NEW MEADOWS-EFFLUENT COMPOSITE 08:00, 12:00,

Time of Collection: 14:45 14:45

Date of Collection:  10/21/2010

Date Received: 10/21/2010

Report Date: 10/29/2010

PWS#:
Field Temp: Temp RevdinLab: 0.4 °C PWS Name: CITY OF NEW MEADOWS
Analysis Date

Test Requested MCL Result Units MDL  Methed Completed Analyst
Ammonia Direct (as N) 0.64 mg/L 0.04 EPA 350.1 10/28/2010  JK
Total Phosphate (as P) 2.69 mg/L 0.05 EPA 365.4 10272010  JK
Biochemical Oxygen 19 mg/L SM 5210 B 10/27/2010  DLR
Total Suspended Solids 65 mg/L 3 SM 2540 D 10/26/2010 DK

‘MCL = Maximum Contamination Level
i{MDL = Method/Minimum Detection Limit

{UR = Unregulated
I

hil ]

oA Worat  fi]i] 9erv
¥ l 1

Thank you for choosing Analytical Laboratories for your testing needs.

If you have any questions about this report, or any future
analytical needs, please contact your client manager:

Michael Moore




Analytical Laboratories, Inc. BE% ‘
b

1804 N. 33rd Street
Boise, Idaho 83703
Phone (208) 342-5515

Date Report Printed:  10/28/2010 9:40:1

http://www.analyticallaboratories.com

Attn: DOUGLAS MACNICHOL

Laboratory Analysis Report
Sample Number: 1033589
Collected By: DB/MM

CITY OF NEW MEADOWS Submitted By: M MOORE

401 VIRGINIA

P OBOX 324

NEW MEADOWS, ID 83654 Source of Sample:

NEW MEADOWS-INFLUENT COMPOSITE 08:00, 12:00,
Time of Collection: 14:45 14:45
Date of Collection:  10/21/2010
Date Received: 10/21/2010
Report Date: 10/28/2010
PWSH#:
Field Temp: Temp Revd in Lab: 0.4 °C PWS Name: CITY OF NEW MEADOWS
Analysis . Date

Test Requested MCL Result Units MDL  Method Completed Analyst
Biochemical Oxygen 341 mg/L SM 5210 B 10/27/2010  DLR
Total Suspended Solids 246 mg/L 3 SM 2540 D 10/26/2010 DK

'MCL = Maximum Contamination Level

'MDL = Method/Minimum Detection Limit |

[UR = Unregulated
L

V%MO«/{;/%M«, /// // Defv

Thank you for choosing Analytical Laboratories for your testing needs.

If you have any questions about this report, or any future
analytical needs, please contact your client manager:
Michael Moore
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Analytical Laboratories, Inc.

November 9, 2010

CITY OF NEW MEADOWS
P OBOX 324
NEW MEADOWS, IDAHO 83654

EPA DISCHARGE MONITORING REPORT

Enclosed is our EPA Discharge Monitoring Report. The EPA report is to be signed and
submitted to the following agencies as soon as possible.

- United States Environmental Protection Agency
1200 Sixth Avenue Ste 900
Seattle, WA 98101
Attn: Water Compliance Section, OCE-133

- Idaho Department of Environmental Quality
Southwest Regional Office
1445 N. Orchard
Boise, Id 83706-2239

You may want to make a copy for your files. If you have any questions, please giveusa
call.

Sincer

A 5 P

Michael D. Moore
Laboratory Director

MDM/wh

Enclosure

1804 North 33rd St. ® Boise, Idaho 83703-5814
1-800-574-5773 * Ph: (208) 342-5515 * Fax: (208) 342-5591
E-mail: ali@analyticallaboratories.com ¢ Website: www.analyticallaboratories.com




. Thisintitutio is an equl poity roider
City of New Meadows * P.0.Box 324 * New Meadows, Idaho 83654
Phone (208) 347-2171 * Fax (208) 347-2384

November 10, 2010

Mr. Michael A. Bussell, Director
Office of Compliance & Enforcement
USEPA, Region 10

1200 Sixth Avenue

Seattle, Washington 98101

RE: Permit violation on October DMR

Dear Sir;

The October DMR shows the effluent TSS monthly average parameter was exceeded.

appears this is due to excessive algae growth and lagoon rollover due to the weather
change, according to our WWTP operator.

We are working with our consulting engineers to address this problem.

Thank you for your understanding. We continue to strive to be in full compliance with
our permit.

Sincerely,

) Ty 7
%4 /r) %/%

John P. Franks

City Manager

Cc:  Mayor Gale Stillman
Doug Buys, Operator, Public Works Supervisor
Doug MacNichol, Operator
Paul Stevens, JUB Engineers
Mark Mason, IDEQ-Boise
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